On Site Final Inspection
	Job Name:
	
	Job #:
	

	Inspector:
	
	Date:
	


Inspections: [   ] Visual    [   ] IR Camera    [   ] _______________________

Overall workmanship rating: [   ] Excellent    [   ] Good    [   ] Adequate    [   ] Poor
	Final Inspection Blower Door Results
	     
	CFM 50


	Heating System
	Inspectors Comments
	Pass
	Fail

	Duct work, fastened, adequate             
	
	
	                                                     

	Duct sealing, all return & supply @ plenum
	
	
	

	Duct Work in Unconditioned Space Insulated
	
	
	

	Temp. rise, test holes present
	
	
	

	Filter present in filter rack
	
	
	

	Filter rack w/cover, hinged
	
	
	

	Extra filters, 6 extra filters
	
	
	

	Filter education
	
	
	

	Gas/Oil leaks
	
	
	

	Condensate working properly
	
	
	

	Condensate, line secured to drain
	
	
	

	Contractor sticker, on unit
	
	
	

	Properly closed off chimney
	
	
	

	Thermostat,  regular or setback
	
	
	

	Central Air
	
	
	

	Clean & Tune, 
	
	
	

	Observe Operation of unit
	
	
	

	Replaced Equipment Removed
	
	
	

	Intake/exhaust venting within  12” of window
	
	
	

	Intake/Exhaust Venting Condition w/ caulking outside
	
	
	

	
	
	
	


	Water Heater
	Inspectors Comments
	Pass
	Fail

	Water temp, 125 degrees max.
	Temp. taken =            degrees
	
	

	Contractor sticker, on unit
	
	
	

	Pipe wrap present
	
	
	

	Pipe wrap, 1st 6’ hot and cold, joints covered, starts at top of tank
	
	
	

	Exhaust venting within 4’ of window
	
	
	

	Tank wrap, minimum R-10
	
	
	

	Worst Case Draft
	
	
	

	Replaced Equipment Removed
	
	
	

	Properly closed of chimney
	
	
	

	Foundation
	Inspector Comments
	Pass
	Fail

	Box sill, R-19 or max allowable, list depth
	
	
	

	2 Part spray foam
	
	
	

	Exterior
	
	
	

	Patching
	
	
	

	Block Core
	
	
	

	Clean-up
	
	
	

	
	
	
	

	Floor Insulation
	Inspectors Comments
	Pass
	Fail

	General appearance
	
	
	

	Repairs
	
	
	

	Crawl space, minimum R-10
	
	
	

	Vapor barrier, 6 mil
	
	
	

	Clean-up
	
	
	

	
	
	
	


	Sidewall
	Inspectors Comments
	Pass
	Fail

	General appearance
	
	
	

	Siding appearance
	
	
	

	Voids – IR scanned
	
	
	

	Voids Above Windows and Doors
	
	
	

	Clean up
	
	
	

	
	
	
	

	
	
	
	


	Infiltration/Diagnostics
	Inspectors Comments
	Pass
	Fail

	Pressure diagnostics
	
	
	

	Non-guideline
	
	
	

	Air sealing
	
	
	

	
	
	
	

	
	
	
	


	Appliances
	Inspectors Comments
	Pass
	Fail

	Refrigerator
	
	
	

	Freezer
	
	
	

	Range
	
	
	

	Remove old appliances
	
	
	


Gas stove test: ____ floor:  Top:  _____ ppm


_____ floor:  Top:  _____ ppm




           Oven:  _____ ppm



        Oven:  _____ ppm
	Attic - Open
	Inspectors Comments
	Pass
	Fail

	General appearance - level
	
	
	

	Correct R-value, <R-30 to R-50
	
	
	

	Prep/bypass sealing, all bypasses
	
	
	

	Access insulation, R-value of attic or maximum structurally allowable & weatherstripped
	
	
	

	Access fasteners, mechanical
	
	
	

	Insulation fact sheet
	
	
	

	Voids, IR Scan
	
	
	

	Soil Stack Insulated, steel only
	
	
	

	Insulation in contact with chimney
	
	
	

	Roof Vents
	
	
	

	Clean-up
	
	
	


	Attic - Floor
	Inspectors Comments
	Pass
	Fail

	General appearance
	
	
	

	Correct R-value, max allowable
	
	
	

	Prep/bypass sealing, all bypasses
	
	
	

	Insulation fact sheet
	
	
	

	Voids, IR Scan
	
	
	

	Soil Stack Insulated, steel only
	
	
	

	Insulation in contact with chimney
	
	
	

	Appropriate plugs in floor
	
	
	

	Clean up
	
	
	


	Attic – Kneewall
	Inspectors Comments
	Pass
	Fail

	General appearance
	
	
	

	Correct R-value, max allowable
	
	
	

	Prep/bypass sealing, all bypasses
	
	
	

	Access insulation & We. strip
	
	
	

	Access fasteners
	
	
	

	Insulation fact sheet
	
	
	

	Voids, IR Scan
	
	
	

	Soil Stack Insulated, steel only
	
	
	

	Insulation Complete
	
	
	

	Insulation in contact with chimney
	
	
	

	Clean up
	
	
	

	
	
	
	


	Attic - Slopes
	Inspectors Comments
	Pass
	Fail

	General appearance
	
	
	

	Correct R-value, max allowable
	
	
	

	Prep/bypass sealing, all bypasses
	
	
	

	Insulation Fact Sheet
	
	
	

	Voids, IR Scan
	
	
	

	Clean up
	
	
	

	
	
	
	

	Minor Measures
	Inspectors Comments
	Pass
	Fail

	Aerators
	
	
	

	Showerhead
	
	
	

	Lighting, CFLs  installed #
	
	
	

	Torchiere Replacement
	
	
	

	CO Detectors   #
	
	
	

	Smoke Alarms #
	
	
	

	Dryer venting
	
	
	

	
	
	
	

	
	
	
	


	Health & Safety
	Inspectors Comments
	Pass
	Fail

	Vent exhaust fans to exterior(Attic)
	
	
	

	Exhaust Fan Operation
	
	
	

	Gas Leaks
	
	
	

	
	
	
	

	
	
	
	


	Repairs (list)
	Inspectors Comments
	Pass
	Fail

	Dryer Venting
	
	
	

	Plumbing Leaks
	
	
	

	Electrical problems
	
	
	

	
	
	
	

	
	
	
	

	
	
	
	


	Windows/Doors
	Inspectors Comments
	Pass
	Fail

	Window Repair #
	
	
	

	Window Replace  #
	
	
	

	Door Repair #
	
	
	

	Door Replace #
	
	
	

	Missing/Broken Glass
	
	
	

	Should Windows Be Replaced
	
	
	

	Weatherstrip on exterior doors w/ storm doors
	
	
	

	Weatherstrip on exterior doors w/out storm doors
	
	
	

	
	
	
	

	
	
	
	


	Client Education
	Inspectors Comments
	Pass
	Fail

	Operating instructions
	
	
	

	Manuals
	
	
	

	Brochures
	
	
	

	Maintenance instructions
	
	
	

	Warranties
	
	
	

	Thermostat Operation
	
	
	

	
	
	
	


